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VICINITY MAPAPPLICABLE CODES

PARTIAL LIST OF APPLICABLE CODES AS OF FEBRUARY 28, 2023

2022 CALIFORNIA ADMINISTRATIVE CODE (CAC), PART 1, TITLE 24 CCR*

2022 CALIFORNIA BUILDING CODE (CBC), PART 2, TITLE 24 CCR 

(2021 INTERNATIONAL BUILDING CODE, VOL. 1 & 2, AND 2022 CALIFORNIA 

AMENDMENTS)

2022 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24 CCR 

(2020 NATIONAL ELECTRICAL CODE AND 2022 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24 CCR 

(2021 IAPMO UNIFORM MECHANICAL CODE AND 2019 CALIFORNIA 

AMENDMENTS)

2022 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24 CCR

(2021 IAPMO UNIFORM PLUMBING CODE AND 2022 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA ENERGY CODE (CEC), PART 6, TITLE 24 CCR 

2022 CALIFORNIA FIRE CODE (CFC), PART 9, TITLE 24 CCR

(2021 INTERNATIONAL FIRE CODE AND 2022 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA EXISTING BUILDING CODE (CEBC), PART 10, TITLE 24 CCR 

(2021 INTERNATIONAL EXISTING BUILDING CODE AND 2022 CALIFORNIA 

AMENDMENTS)

2022 CALIFORNIA GREEN BUILDING STANDARDS CODE (CALGREEN), PART 11, 

TITLE 24 CCR

2025 CALIFORNIA REFERENCED STANDARDS CODE, PART 12, TITLE 24 CCR

TITLE 19 CCR, PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS

2019 ASME A17.1/CSA B44-13 SAFETY CODE FOR ELEVATORS AND 

ESCALATORS (PER 2022 CBC PART 2 CH 35)

NOTE:  CAL/OSHA ELEVATOR UNIT ENFORCES CCR TITLE 8 AND USES THE 2004 

ASME A17.1 BY ADOPTION

NFPA STANDARDS

ADDITIONAL ADMINISTRATIVE REQUIREMENTS

DEFERRED SUBMITTALS

PROJECT 

DESCRIPTION:

OCCUPANCY GROUP(S):

CONSTRUCTION TYPE:

NUMBER OF STORIES:

INCREMENT 1: HAZARDOUS MATERIALS ABATEMENT AND 

SOFT DEMO.

INCREMENT 2: RENOVATION OF THE MAIN AUDITORIUM AND 

LITTLE THEATER INCLUDING FULL SEISMIC UPGRADE AND 

ASSOCAITED FINISH REPAIRS THROUGHOUT. MAIN 

AUDITORIUM SCOPE INCLUDES ACCESSIBLE SEATING 

MODIFICATIONS, A NEW LIFT TO THE BALCONY, AND 

TECHNICAL PRODUCTION UPGRADES. LITTLE THEATER 

SCOPE INCLUDES ACCESSIBLE SEATING UPGRADES, NEW 

PRODUCTION RIGGING, NEW PERFORMER SUPPORT 

SPACES, AND A BUILDING ADDITION CONTAINING AUDIENCE 

LOBBY.

A-1 THEATERS [CBC 303.2]

A-3 GALLERIES & LOBBY [CBC 303.4]

B OFFICES [CBC 304]

E CLASSROOMS [CBC 305]

S-1 STORAGE [CBC 311]

TYPE I-A

3

Client / Owner Name / Title Email

Architect

Berkeley Unified School District

2020 Bonar Street

Berkeley, CA 94702

Phone: 510.644.8983

John Calise Director of Facilities johncalise@berkeley.net

CAW Architects, Inc.

455 Lambert Avenue

Palo Alto, CA 94306

Phone: 650.328.1818 

Fax: 650.328.1888

Brent McClure Principal in Charge bmcclure@cawarchitects.com

Keith Wainschel Project Manager kwainschel@cawarchitects.com

Structural Engineer

David Mar Principal david.mar@marstructuraldesign.com

Mechanical, Electrical, Plumbing, Fire Protection

Mohammad Dehghan Principal in Charge mdehghan@cammisawipf.com

Angelo Dominguez Fire and Plumbing Eng adominguez@cammisawipf.com

Theater Consultant

Jedd De Lucia Principal in Charge jedd@shalleck.com

Mar Structural Design

2629 7th Street, Suite C

Berkeley, CA 94710

Phone: 510.991.1103

Cammisa + Wipf

642 Harrison St., 4th Floor

San Francisco, CA 94107

Phone: 415.400.0241

The Shalleck Collaborative

1553 MLK Jr. Way

Berkeley, CA 94709

Phone: 415.956.4100
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3.

4.

5.

6.

7.

8.

9.

10.

11.

PARTIAL LIST OF APPLICABLE STANDARDS

NFPA 13 STANDARD FOR THE INSTALLATION OF SPRINKLER 

SYSTEMS (CA AMENDED)      

NFPA 14 STANDARD FOR THE INSTALLATION OF STANDPIPE 

AND HOSE SYSTEMS                  

NFPA 17 STANDARD FOR DRY CHEMICAL EXTINGUISHING SYSTEMS                            

NFPA 17A STANDARD FOR WET CHEMICAL EXTINGUISHING SYSTEMS                        

NFPA 20 STANDARD FOR THE INSTALLATION OF STATIONARY PUMPS 

FOR FIRE PROTECTION        

NFPA 22 STANDARD FOR WATER TANKS FOR PRIVATE FIRE PROTECTION                                 

NFPA 24 STANDARD FOR THE INSTALLATION OF PRIVATE FIRE SERVICE 

MAINS AND THEIR APPURTENANCES                 

NFPA 72 NATIONAL FIRE ALARM AND SIGNALING CODE (CA AMENDED)       

NFPA 80 STANDARD FOR FIRE DOORS AND OTHER OPENING 

PROTECTIVES                         

NFPA 110 EMERGENCY AND STANDBY POWER SYSTEMS

NFPA 253 CRITICAL RADIANT FLUX OF FLOOR COVERING SYSTEM         

NFPA 2001 STANDARD ON CLEAN AGENT FIRE EXTINGUISHING SYSTEMS                 

UL 300 STANDARD FOR FIRE TESTING OF FIRE EXTINGUISHING SYSTEMS 

FOR PROTECTION OF COMMERCIAL COOKING EQUIPMENT                                                  

UL 464 AUDIBLE SIGNALING DEVICES FOR FIRE ALARM AND SIGNALING 

SYSTEMS, INCLUDING ACCESSORIES                

UL 521 STANDARD FOR HEAT DETECTORS FOR FIRE PROTECTIVE 

SIGNALING SYSTEMS          

UL 1971STANDARD FOR SIGNALING DEVICES FOR THE HEARING 

IMPAIRED                          

ICC 300 STANDARD FOR BLEACHERS, FOLDING AND TELESCOPIC 

SEATING, AND GRANDSTANDS                                                                                         

FOR A COMPLETE LIST OF APPLICABLE NFPA STANDARDS REFER TO 

2022 CBC (SFM) CHAPTER 35 AND CALIFORNIA FIRE CODE CHAPTER 80. 

SEE CALIFORNIA BUILDING CODE, CHAPTER 35, FOR STATE OF 

CALIFORNIA AMENDMENTS TO THE NFPA STANDARDS.
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THE CONTRACTOR IS SOLELY RESPONSIBLE FOR THE CONSTRUCTION MEANS, METHODS, TECHNIQUES, 

SEQUENCES AND PROCEDURE AND FOR ALL SAFETY PROGRAMS AND PRECAUTIONS IN CONNECTION WITH THE 

PROJECT.  NEITHER THE OWNER NOR THE ARCHITECT IS RESPONSIBLE FOR THE CONTRACTOR'S FAILURE TO 

FOLLOW PROPER SAFETY PROCEDURES.

ALL CODES HAVING JURISDICTION ARE HEREBY MADE A PART OF THIS DOCUMENT AND ARE TO BE STRICTLY 

OBSERVED BY THE CONTRACTOR IN THE CONSTRUCTION OF THE PROJECT.  IN THE EVENT OF CONFLICT BETWEEN 

THESE DOCUMENTS AND THE CODE, THE CODE SHALL PREVAIL.  ANY CONFLICT OR DISCREPANCY SHALL 

IMMEDIATELY BE BROUGHT TO THE ATTENTION OF THE ARCHITECT.

ALL WORK, TO BE ACCEPTABLE, MUST BE IN COMPLIANCE WITH THESE DRAWINGS AND SPECIFICATIONS, AND 

MUST BE OF A QUALITY EQUAL OR BETTER THAN THE STANDARD OF THE TRADE.  FINISHED WORK SHALL BE FIRM, 

WELL-ANCHORED, IN TRUE ALIGNMENT, PLUMB, LEVEL, WITH SMOOTH, CLEAN, UNIFORM APPEARANCE.

CONTRACTOR SHALL AT ALL TIMES PROVIDE PROTECTION AGAINST WEATHER, RAIN, WINDSTORMS, OR HEAT SO 

AS TO MAINTAIN ALL WORK, MATERIALS, EQUIPMENT AND APPARATUS FREE FROM INJURY OR DAMAGE.

CONTRACTOR SHALL VISIT THE SITE OF THE PROJECT, EXAMINE FOR HIMSELF/HERSELF THE NATURE OF THE 

EXISTING CONDITIONS AND ALL OTHER CONDITIONS RELEVANT TO THE SATISFACTORY COMPLETION OF THE 

PROJECT.  SUBMISSION OF A BID FOR CONSTRUCTION SHALL BE CONSIDERED EVIDENCE OF SUCH EXAMINATION 

BY THE CONTRACTOR.

CONTRACTOR SHALL REMOVE FROM SITE ALL EXISTING CONSTRUCTION AND IMPROVEMENTS NECESSARY FOR 

COMPLETION OF THE PROJECT, PROTECT FROM DAMAGE OR INJURY ALL EXISTING TREES, LANDSCAPING AND 

IMPROVEMENTS INDICATED BY THE ARCHITECT.

ALL WORK SHALL CONFORM TO THE CONTRACT DOCUMENTS, WHICH INCLUDE THE PROJECT MANUAL WITH 

SPECIFICATIONS, THE ADDENDA AND MODIFICATIONS ISSUED BY THE ARCHITECT.

ALL WORK NOTED "BY OTHERS" OR "N.I.C." SHALL BE PROVIDED BY THE OWNER UNDER SEPARATE CONTRACT. 

INCLUDE SCHEDULE REQUIREMENTS FOR THIS "OTHER" WORK IN CONSTRUCTION PROGRESS SCHEDULES AND 

COORDINATE AS REQUIRED TO ASSURE ORDERLY SEQUENCE OF INSTALLATION.

DO NOT SCALE DRAWINGS

COLUMN CENTER LINES (OR GRID LINES) ARE SHOWN FOR REFERENCE ONLY.

IN CASE OF CONFLICT OR DISCREPANCIES IN CONTRACT DOCUMENTS, CONTRACTOR SHALL NOTIFY THE 

ARCHITECT IN WRITING PRIOR TO PROCEEDING.

PRIOR TO BEGINNING WORK, CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND ENSURE THAT ALL WORK IS 

BUILDABLE AS SHOWN. CONDITIONS THAT ARE NOT REFLECTIVE OF THAT WHICH IS SHOWN SHALL BE REPORTED 

TO THE ARCHITECT IN WRITING PRIOR TO COMMENCING CONSTRUCTION.

"TYPICAL" OR "TYP." SHALL MEAN THAT THE CONDITION IS REPRESENTATIVE FOR SIMILAR CONDITIONS 

THROUGHOUT, UNLESS OTHERWISE NOTED (U.O.N.). DETAILS ARE USUALLY KEYED AND NOTED "TYP." ONLY ONCE, 

WHEN THEY FIRST APPEAR.

"ALIGN" SHALL MEAN TO ACCURATELY LOCATE FINISH FACES IN THE SAME PLANE

"SIMILAR OR "SIM." MEANS COMPARABLE CHARACTERISTICS FOR THE CONDITIONS NOTED. VERIFY DIMENSIONS 

AND ORIENTATION ON PLANS AND ELEVATIONS.

FEATURES OF CONSTRUCTION NOT FULLY SHOWN SHALL BE OF THE SAME CHARACTER AS SHOWN FOR SIMILAR 

CONDITIONS.

ALL DIMENSIONS MARKED "CLEAR" SHALL BE MAINTAINED AND SHALL ALLOW FOR THICKNESS OF ALL FINISHES.

SEE 'ABBREVIATIONS & SYMBOLS' ON THIS SHEET FOR GRAPHIC CONVENTIONS OF NEW VERSUS EXISTING 

CONSTRUCTION.

IN ALL NOTES ON ALL DRAWINGS ALL WORK SHALL BE NEW WORK UNLESS SPECIFICALLY LABELED AS EXISTING 

(E).

CONTRACTOR TO PROVIDE BLOCKING AND/OR BACKING PLATES AT ALL WALL HUNG OR WALL BRACED DEVICES.

COORDINATE AND COOPERATE WITH OWNER REGARDING ACCESS ROUTE AND SCHEDULING OF MATERIAL 

DELIVERIES.

COORDINATE ALL WORK OCCURRING IN OCCUPIED AREAS WITH OWNER. SCHEDULE WORK AS REQUIRED.

SCHEDULE AND COORDINATE ACTIVITIES BY OWNER. ALL ACTIVITIES MUST BE ACCOMMODATED WITHIN THE 

CONTRACT TIME.

ALL INFORMATION SHOWN ON THE DRAWINGS RELATIVE TO EXISTING CONDITIONS IS GIVEN WITH THE BEST 

PRESENT KNOWLEDGE. WHERE ACTUAL CONDITIONS CONFLICT WITH THE DRAWINGS, THEY SHALL BE REPORTED 

TO THE ARCHITECT IN WRITING, SO THE PROPER REVISIONS CAN BE MADE.

UNLESS OTHERWISE NOTED, ALL INTERIOR WALL DIMENSIONS ARE TO FACE OF STUD

ALL DEMOLITION AND CONSTURCTION WORK SHALL COMPLY WITH 2019 CBC CHAPTER 33 AND CFC CHAPTER 33, 

"FIRE SAFETY DURING CONSTRUCTION AND DEMOLITION."
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CONTRACTOR TO SUBMIT CONSTRUCTION SITE SAFETY PLAN ADDRESSING CBC 

CHAPTERS 14 & 26 AND SCCFMO C-7 CONSTRUCTION STANDARD WITH PERMIT 

SUBMITTAL

THE PROJECT INSPECTOR MUST BE EMPLOYED BY THE OWNER AND APPROVED BY 

ALL OF THE FOLLOWING: A/E OF RECORD; STRUCTURAL ENGINEER OF RECORD 

(WHEN APPLICABLE); DSA INSPECTION SHALL BE PERFORMED IN ACCORDANCE WITH 

SECTION 4-333(B), PART 1,TITLE 24. THE DUTY OF THE INSPECTOR SHALL BE IN 

ACCORDANCE WITH SECTION 4-342. PART 1,TITLE 24. 

SUPERVISION OF CONSTRUCTION BY DSA SHALL BE IN ACCORDANCE WITH SECTION 

4-334, PART 1, TITLE 24.

DSA IS NOT SUBJECT TO ARBITRATION. 

SECURE A PERMIT FROM THE BAY AREA AIR QUALITY MANAGEMENT DISTRICT.  

DISTRICT REGULATION 11-2-403.1 REQUIRES THAT FOR EVERY RENOVATION 

INVOLVING THE REMOVAL OF 100 SQ. FT. / LIN. FT.  OR GREATER OF REGULATED 

ASBESTOS CONTAINING MATERIAL, AND FOR EVERY DEMOLITION (EVEN WHEN NO 

ASBESTOS IS PRESENT), A NOTIFICATION MUST BE MADE TO THE BAAQMD AT LEAST 

10 WORKING DAYS (EXCEPT IN SPECIAL CIRCUMSTANCE) PRIOR TO COMMENCEMENT 

OF DEMOLITION/RENOVATION.

A COPY OF PARTS 1 AND 2, TITLE 24, C.C.R. SHALL BE KEPT ON THE JOB SITE AT ALL 

TIMES.

ALL CONSTRUCTION CHANGE DOCUMENTS AND ADDENDA TO BE SIGNED BY THE 

ARCHITECT AND THE OWNER AND APPROVED BY DSA.  CHANGE ORDERS ARE NOT 

VALID UNTIL APPROVED BY DSA PER SECTION 4-338, PART 1, TITLE 24.

ALL TESTS TO CONFORM TO THE REQUIREMENTS OF SECTION 4-335 PART 1, TITLE 24 

AND APPROVED T & I SHEET.

TESTS OF MATERIALS AND TESTING LABORATORY SHALL BE  IN ACCORDANCE WITH 

SECTION 4-335 OF PART 1, TITLE 24 AND THE DISTRICT SHALL EMPLOY AND PAY THE 

LABORATORY. SELECTED TESTING LABORATORY MUST BE PRE-APPROVED BY DSA. 

COSTS OF RE-TEST MAY BE BACK-CHARGED TO THE CONTRACTOR.

DSA SHALL BE NOTIFIED AT THE START OF CONSTRUCTION AND PRIOR TO THE 

PLACEMENT OF CONCRETE PER SECTION 4-331 AND 4-343, PART 1, TITLE 24.

INSPECTOR SHALL BE APPROVED BY DSA. 'DSA CERTIFIED' PROJECT INSPECTOR TO 

PROVIDE CONTINUOUS INSPECTION OF THE WORK. INSPECTOR SHALL BE IN 

ACCORDANCE WITH SECTION 4-333(b).  THE DUTY OF THE INSPECTOR SHALL BE  IN 

ACCORDANCE WITH SECTION 4-342, PART 1, TITLE 24.

CONTRACTOR, INSPECTOR, ARCHITECT AND ENGINEERS SHALL SUBMIT VERIFIED 

REPORTS (FORM SSS-6) IN ACCORDANCE WITH SECTION 4-336 AND 4-343, PART 1, 

TITLE 24.

THE ARCHITECT AND STRUCTURAL ENGINEER SHALL PERFORM THEIR DUTIES IN 

ACCORDANCE WITH SECTION 4-333(a) AND 4-341, PART 1, TITLE 24

THE CONTRACTOR SHALL PERFORM HIS DUTIES IN ACCORDANCE WITH SECTION 

4-343, PART 1, TITLE 24.

THE INTENT OF THE DRAWINGS AND SPECIFICATIONS IS FOR THE PROJECT TO BE 

BUILT IN ACCORDANCE WITH TITLE 24, C.C.R. SHOULD ANY CONDITIONS DEVELOP 

NOT COVERED BY THE CONTRACT DOCUMENTS WHEREIN THE FINISHED WORK 

WOULD NOT COMPLY WITH SAID TITLE 24, C.C.R., A DOCUMENT DETAILING AND/OR 

SPECIFYING THE REQUIRED WORK SHALL BE SUBMITTED TO, AND APPROVED BY, DSA 

BEFORE PROCEEDING WITH THE WORK.

SHOULD ANY EXISTING CONDITIONS SUCH AS DETERIORATION OR NON-COMPLYING 

CONSTRUCTION BE DISCOVERED WHICH IS NOT COVERED BY THE DSA APPROVED 

DOCUMENTS WHEREIN THE FINISHED WORK WILL NOT COMPLY WITH TITLE 24, 

CALIFORNIA CODE OF REGULATIONS, A CONSTRUCTION CHANGE DOCUMENT, OR A 

SEPERATE SET OF PLANS AND SPECIFICATIONS, DETAILING AND SPECIFYING THE 

REQUIRED REPAIR WORK SHALL BE SUBMITTED TO AND APPROVED BY DSA BEFORE 

PROCEEDING WITH THE REPAIR WORK. 

ALL WORK SHALL CONFORM TO 2019 TITLE 24, CALIFORNIA CODE OF REGULATIONS 

(CCR).

GRADING PLANS, DRAINAGE IMPROVEMENTS, ROAD AND ACCESS REQUIREMENTS 

AND ENVIRONMENTAL HEALTH CONSIDERATIONS SHALL COMPLY WITH ALL LOCAL 

ORDINANCES.

NO DEMOLITION SHALL BEGIN UNTIL PLANS INCLUDING THE DEMOLITION WORK HAVE 

BEEN APPROVED BY DSA.

Pamela Goring Project Engineer pamela.goring@marstructuraldesign.com

Julie Goodwin Mechanical Engineer jgoodwin@cammisawipf.com

Tyler Shewbert Electrical Engineer tshewbert@cammisawipf.com

Mitchell Cramond Consultant mitchell@shalleck.com

ABBREVIATIONS

Jilian Cadouri Project Architect jcadouri@cawarchitects.com

Kelly Whelan Designer kwhelan@cawarchitects.com

Jennifer Jaing Designer jjaing@cawarchitects.com

Civil Engineer

Chris Wood Project Manager chris@lukassociates.com

Luk & Associates

Landscape Architect

Carducci & Associates

555 Beach St. Floor 4

San Francisco, CA 94133

Phone: 415.674.0990
Tim Skinner Project Director tim@carducciassociates.com

Karly Behncke Project Manager karly@carducciassociates.com

738 Alfred Nobel Dr

Hercules, CA 94547

Phone: 510.724.3388

Ben Strange Consultant ben@shalleck.com

Acoustical Consultant

Charles M. Salter Associates

130 Sutter Street, Floor 5

San Francisco, CA 94104

Phone: 415.397.0442

Jason R. Duty Vice President jason.duty@cmsalter.com

SMP PHASE 4

Vincent Lattanzio Principal in Charge vince@carducciassociates.com

1930 ALLSTON WAY

BERKELEY, CA 94704

INCREMENT 1
11/10/23

BERKELEY HIGH SCHOOL THEATER

MAIN AUDITORIUM & LITTLE THEATER RENOVATION

PROJECT 

LOCATION

A.F.F. ABOVE FINISHED FLOOR

ACOUS. ACOUSTICAL

ADJ. ADJUSTABLE

& AND

APPROX. APPROXIMATE

ARCH. ARCHITECTURAL

@ AT

BM. BEAM

BLKG. BLOCKING

B.S. BOTH SIDES

BLDG. BUILDING

CAB. CABINET

CLG. CEILING

C.O. CLEANOUT or CASED OPENING

CLR. CLEAR

CLO. CLOSET

C.W. COLD WATER

C.T. COLLAR TIE

COL. COLUMN

CONC. CONCRETE

C.M.U. CONCRETE MASONRY UNIT

C.J. CONTROL JOINT

DEPT. DEPARTMENT

DET. DETAIL

DIA. DIAMETER

Ø DIAMETER or ROUND

DIM. DIMENSION

DW DISHWASHER

DBL. DOUBLE

D.F. DOUGLAS FIR or DRINKING FOUNTAIN

DN. DOWN

DS. DOWNSPOUT

DWG. DRAWING

EA. EACH

E.O.S. EDGE OF SLAB

ELECT./ELEC. ELECTRICAL

ENCL. ENCLOSURE

EQ. EQUAL

EQUIP./EQPT. EQUIPMENT

EXST. OR (E) EXISTING

E.J. EXPANSION JOINT

F.O.M. FACE OF MASONRY

FRT FIRE RETARDANT TREATED

G.S.M. GALVANIZED SHEET METAL

GA GAUGE

GYP. BD./GYP. GYPSUM BOARD / GYPSUM

HDWR. / HDWE. HARDWARE

HDWD. HARDWOOD

HTR. HEATER

HT./HGT. HEIGHT

H.C. HOLLOW CORE

H.M. HOLLOW METAL

HORIZ. HORIZONTAL

H.B. HOSE BIB

H.W. HOT WATER

IN. or " INCH OR INCHES

I.D. INSIDE DIAMETER (DIM.)

INSUL. INSULATION

INT. INTERIOR

JAN. JANITOR

JST. JOIST

KIT. KITCHEN

LAM. LAMINATE

LAV. LAVATORY

MFR. MANUFACTURER

MAX. MAXIMUM

MECH. MECHANICAL

MTL./MTL. METAL

MEZZ. MEZZANINE

MIN. MINIMUM

MISC. MISCELLANEOUS

(N) NEW

N. NORTH

N.I.C. NOT IN CONTRACT

N.T.S. NOT TO SCALE

NO. or # NUMBER

O.C. ON CENTER

O.S. ONE SIDE

OPNG. OPENING

O.D. OUTSIDE DIAMETER

o/ OVER

PTD. PAINTED

PERF. PERFORATED

P.LAM. PLASTIC LAMINATE

PD. PLATE or PROPERTY LINE

PLYWD. PLYWOOD

P.E.N. PLYWOOD EDGE NAILING

O.D.F. POWDER DRIVEN FASTENER

PREFAB. PREFABRICATED

P.T. PRESSURE TREATED

PBP PROJECT BASE POINT

RAD. RADIUS

R.W.L. RAIN WATER LEADER

RWD. REDWOOD

REF. REFERENCE

REINF. REINFORCE

REQ'D REQUIRED

R. RISER

R.D. ROOF DRAIN

R.O. ROUGH OPENING

SCHED. SCHEDULE

S.S.D. SEE STRUCTURAL DRAWINGS

SEL. SELECT

SDSTS SELF-DRILLING SELF-TAPPING SCREWS

SHT. SHEET

SIM. SIMILAR

S.D. SOAP DISPENSER or SMOKE DETECTOR

S.C. SOLID CORE

SPEC. SPECIFICATION(S)

SQ. SQUARE

S.ST. STAINLESS STEEL

STD. STANDARD

STL. STEEL

STOR. STORAGE

STRUCT./STRL. STRUCTURAL

S.4.S. SURFACE 4 SIDES

SUSP. SUSPEND

SYM. SYMBOL or SYMMETRICAL

TEL. TELEPHONE

T.V. TELEVISION

THRU THROUGH

T.P.D. TOILET PAPER DISPENSER

T.P.H. TOILET PAPER HOLDER

T.&G. TONGUE AND GROOVE

T.&B. TOP AND BOTTOM

T.O.C. TOP OF CURB

T.O.P./TP TOP OF PAVEMENT

T.O.W./TW TOP OF WALL

T. TREAD

TYP. TYPICAL

U.L. UNDERWRITERS LABORATORIES

U.O.N. UNLESS OTHERWISE NOTED

V.I.F. VERIFY IN FIELD

VERT. VERTICAL

V.G. VERTICAL GRAIN

W.C. WATER CLOSET

W.H. WATER HEATER

WP WATERPROOF

W.W.F. WELDED WIRE FABRIC

W.O. WHERE OCCURS

w/ WITH

w/o WITHOUT

WD. WOOD

W.P. WORK POINT

MILESTONE DATE

SCHEMATIC DESIGN 11/10/2023

SEE SHEET AD0.01 FOR SHEET INDEX
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GENERAL

AD0.00 COVER SHEET

AD0.01 SHEET INDEX

AD0.2 CAMPUS PLAN - SOFT DEMO

AD0.22 ENLARGED SITE PLAN - SOFT DEMO

ARCHITECTURAL

AD1.00 BASEMENT DEMO FLOOR PLAN - SOFT DEMO

AD1.01 MAIN LEVEL DEMO PLAN - SOFT DEMO

AD1.02 UPPER LEVEL DEMO PLAN - SOFT DEMO

AD1.03 BALCONY LEVEL DEMO PLAN - SOFT DEMO

AD1.04 ATTIC LEVEL DEMO PLAN - SOFT DEMO

AD1.05 ROOF LEVEL DEMO PLAN - SOFT DEMO

AD1.06B BASEMENT DEMO FLOOR PLAN - LITTLE THEATER - SOFT DEMO

AD1.06C BASEMENT DEMO FLOOR PLAN - MAIN AUDITORIUM - SOFT DEMO

AD1.07B MAIN LEVEL DEMO FLOOR PLAN - LITTLE THEATER - SOFT DEMO

AD1.07C MAIN LEVEL DEMO FLOOR PLAN - MAIN AUDITORIUM - SOFT DEMO

AD1.08B UPPER LEVEL DEMO FLOOR PLAN - LITTLE THEATER - SOFT DEMO

AD1.08C UPPER LEVEL DEMO FLOOR PLAN - MAIN AUDITORIUM - SOFT DEMO

AD1.09B BALCONY LEVEL DEMO FLOOR PLAN - LITTLE THEATER - SOFT DEMO

AD1.09C BALCONY LEVEL DEMO PLAN - MAIN AUDITORIUM - SOFT DEMO

AD1.10C ATTIC DEMO PLAN - MAIN AUDITORIUM - SOFT DEMO

AD1.11C ROOF DEMO PLAN - MAIN AUDITORIUM - SOFT DEMO

AD2.00 BASEMENT REFLECTED CEILING PLAN - SOFT DEMO

AD2.01 MAIN LEVEL REFLECTED CEILING PLAN - SOFT DEMO

AD2.02 UPPER LEVEL REFLECTED CEILING PLAN - SOFT DEMO

AD2.03 BALCONY LEVEL REFLECTED CEILING PLAN - SOFT DEMO

AD2.04B BASEMENT DEMO REFLECTED CEILING PLAN - LITTLE THEATER - SOFT DEMO

AD2.04C BASEMENT DEMO REFLECTED CEILING PLAN - MAIN AUDITORIUM - SOFT DEMO

AD2.05B MAIN LEVEL DEMO REFLECTED CEILING PLAN - LITTLE THEATER - SOFT DEMO

AD2.05C MAIN LEVEL DEMO REFLECTED CEILING PLAN - MAIN AUDITORIUM - SOFT DEMO

AD2.06B UPPER LEVEL DEMO REFLECTED CEILING PLAN - LITTLE THEATER - SOFT DEMO

AD2.06C UPPER LEVEL DEMO REFLECTED CEILING PLAN - MAIN AUDITORIUM - SOFT DEMO

PLUMBING

PD1.01B PLUMBING BASEMENT DEMO PLAN - LITTLE THEATER

PD1.01C PLUMBING BASEMENT DEMO PLAN - MAIN AUDITORIUM

PD1.02B PLUMBING MAIN LEVEL DEMO PLAN - LITTLE THEATER

PD1.02C PLUMBING MAIN LEVEL DEMO PLAN - MAIN AUDITORIUM

PD1.03B PLUMBING UPPER LEVEL DEMO PLAN - LITTLE THEATER

PD1.03C PLUMBING UPPER LEVEL DEMO PLAN - MAIN AUDITORIUM

PD1.04B PLUMBING BALCONY LEVEL DEMO PLAN - LITTLE THEATER

PD1.04C PLUMBING BALCONY LEVEL DEMO PLAN - MAIN AUDITORIUM

PD1.05C PLUMBING ATTIC LEVEL DEMO PLAN - MAIN AUDITORIUM

PD1.06C PLUMBING ROOF DEMO PLAN - MAIN AUDITORIUM

FIRE PROTECTION

FP1.01B FIRE PROTECTION BASEMENT DEMO PLAN - LITTLE THEATER

FP1.01C FIRE PROTECTION BASEMENT DEMO PLAN - MAIN AUDITORIUM

FP1.02B FIRE PROTECTION MAIN LEVEL DEMO PLAN - LITTLE THEATER

FP1.02C FIRE PROTECTION MAIN LEVEL DEMO PLAN - MAIN AUDITORIUM

FP1.03B FIRE PROTECTION UPPER LEVEL DEMO PLAN - LITTLE THEATER

FP1.03C FIRE PROTECTION UPPER LEVEL DEMO PLAN - MAIN AUDITORIUM

FP1.04B FIRE PROTECTION BALCONY LEVEL DEMO PLAN - LITTLE THEATER

FP1.04C FIRE PROTECTION BALCONY LEVEL DEMO PLAN - MAIN AUDITORIUM

FP1.05C FIRE PROTECTION ATTIC LEVEL DEMO PLAN - MAIN AUDITORIUM

FP1.06C FIRE PROTECTION ROOF DEMO PLAN - MAIN AUDITORIUM

MECHANICAL

MD0.01 MECHANICAL GENERAL NOTES, LEGEND, ABBREVIATIONS, & SYMBOLS

MD1.00B MECHANICAL BASEMENT PLAN - LITTLE THEATER - EXISTING & DEMO

MD1.00C MECHANICAL BASEMENT PLAN - MAIN AUDITORIUM - EXISTING & DEMO

MD1.01B MECHANICAL MAIN LEVEL PLAN - LITTLE THEATER - EXISTING & DEMO

MD1.01C MECHANICAL MAIN LEVEL PLAN - MAIN AUDITORIUM - EXISTING & DEMO

MD1.02B MECHANICAL UPPER LEVEL PLAN - LITTLE THEATER - EXISTING & DEMO

MD1.02C MECHANICAL UPPER LEVEL PLAN - MAIN AUDITORIUM - EXISTING & DEMO

MD1.03B MECHANICAL BALCONY LEVEL PLAN - LITTLE THEATER - EXISTING & DEMO

MD1.03C MECHANICAL BALCONY LEVEL PLAN - MAIN AUDITORIUM - EXISTING & DEMO

MD1.04C MECHANICAL ATTIC LEVEL PLAN - MAIN AUDITORIUM - EXISTING & DEMO

ELECTRICAL

E0.01. ELECTRICAL GENERAL NOTES, LEGEND, ABBREVIATIONS, & SYMBOLS

ED1.1.1B BASEMENT PLAN - LITTLE THEATER - LIGHTING - EXISTING & REMOVAL

ED1.1.1C BASEMENT PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.1.2B BASEMENT PLAN - LITTLE THEATER - POWER - EXISTING & REMOVAL

ED1.1.2C BASEMENT PLAN - MAIN AUDITORIUM - POWER - EXISTING & REMOVAL

ED1.2.1B MAIN LEVEL PLAN - LITTLE THEATER - LIGHTING - EXISTING & REMOVAL

ED1.2.1C MAIN LEVEL PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.2.2B MAIN LEVEL PLAN - LITTLE THEATER - POWER - EXISTING & REMOVAL

ED1.2.2C MAIN LEVEL PLAN - MAIN AUDITORIUM - POWER - EXISTING & REMOVAL

ED1.3.1B UPPER LEVEL PLAN - LITTLE THEATER - LIGHTING - EXISTING & REMOVAL

ED1.3.1C UPPER LEVEL PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.3.2B UPPER LEVEL PLAN - LITTLE THEATER - POWER - EXISTING & REMOVAL

ED1.3.2C UPPER LEVEL PLAN - MAIN AUDITORIUM - POWER - EXISTING & REMOVAL

ED1.4.1C BALCONY LEVEL PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.4.2C BALCONY LEVEL PLAN - MAIN AUDITORIUM - POWER - EXISTING & REMOVAL

ED1.5.1C ATTIC LEVEL PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.5.1C. ATTIC LEVEL PLAN - MAIN AUDITORIUM - LIGHTING - EXISTING & REMOVAL

ED1.5.2C ATTIC LEVEL PLAN - MAIN AUDITORIUM - POWER - EXISTING & REMOVAL

FIRE ALARM

FA0.1. FIRE ALARM GENERAL NOTES

FAD1.1B BASEMENT PLAN - LITTLE THEATER - FIRE ALARM - EXISTING & REMOVAL

FAD1.1C BASEMENT PLAN - MAIN AUDITORIUM - FIRE ALARM - EXISTING & REMOVAL

FAD1.2B MAIN LEVEL PLAN - LITTLE THEATER - FIRE ALARM - EXISTING & REMOVAL

FAD1.2C MAIN LEVEL PLAN - MAIN AUDITORIUM - FIRE ALARM - EXISTING & REMOVAL

FAD1.3B UPPER LEVEL PLAN - LITTLE THEATER - FIRE ALARM - EXISTING & REMOVAL

FAD1.3C UPPER LEVEL PLAN - MAIN AUDITORIUM - FIRE ALARM - EXISTING & REMOVAL

FAD1.4C BALCONY LEVEL PLAN - CLASSROOM & STAGE BOX - FIRE ALARM - EXISTING & REMOVAL

FAD1.4C. BALCONY LEVEL PLAN - MAIN AUDITORIUM - FIRE ALARM - EXISTING & REMOVAL

FAD1.5C ATTIC LEVEL - MAIN AUDITORIUM - FIRE ALARM - EXISTING & REMOVAL

TECH

TD2.1B BASEMENT PLAN - LITTLE TEATHER - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.1C BASEMENT PLAN - MAIN AUDITORIUM - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.2B MAIN LEVEL PLAN - LITTLE THEATER - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.2C MAIN LEVEL PLAN - MAIN AUDITORIUM - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.3B UPPER LEVEL PLAN - LITTLE THEATER - TECHNOLOGY - EXISTING & REMOVAL CONDITIONS

TD2.3C UPPER LEVEL PLAN - MAIN AUDITORIUM - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.4C BALCONY LEVEL - MAIN AUDITORIUM - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

TD2.5C ATTIC LEVEL - MAIN AUDITORIUM - TECHNOLOGY - EXISTING/REMOVAL CONDITIONS

SHEET TOTAL : 96
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GENERAL NOTES
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REFER TO CIVIL DRAWINGS FOR GRADING, SPOT ELEVATIONS, AND UTILITY 

CONNECTIONS.

REFER TO CIVIL DRAWINGS FOR SITE DRAINAGE AND STORM WATER 

TREATMENT PLANT.

REFER TO LANDSCAPE DRAWINGS FOR HARDSCAPE, PAVING, AND GROUND 

COVER AREAS.

LEGEND

PROJECT LIMITS OF WORK

CONSULTANTS

STAMP

SHEET TITLE

PROJECT NAME

PROJECT NO.

DRAWN BY

CHECKED BY

SHEET 

APPROVAL STAMP

BERKELEY HS THEATER

MAIN AUDITORIUM & LITTLE 

THEATER RENOVATION

INCREMENT 1 1
1

/1
0

/2
0

2
3

 4
:4

7
:0

6
 P

M

ENLARGED SITE PLAN -

SOFT DEMO

1930 ALLSTON WAY

BERKELEY, CA 94704

AD0.22

23011

1/16" = 1'-0"
1

ENLARGED SITE PLAN

MILESTONE DATE

SCHEMATIC DESIGN 11/10/2023



CRAWL SPACE

26

FAN ROOM

27

FAN ROOM

27B

VEST.

27A

VEST.

28A

TOILET

30

VESTIBULE

31

FAN ROOM

25

FAN ROOM

24A

FAN ROOM

24

FAN ROOM

23

PASSAGE

23A

STORAGE

22A

MEN'S TOILET

20

WOMEN'S TOILET

19

VESTIBULE

18A

STORAGE

17A

MOTOR ROOM

24B

AD1.06B

MATCHLINE, SEE 

SHEET

MATCHLINE, SEE 

SHEET

MATCHLINE, SEE 

SHEET

MATCHLINE, SEE 

SHEET

SPACE UNDER 

ORCHESTRA PIT

AD1.06C

AD1.06B

AD1.06C

DN

UP

UP

UP

DN

UP

UP

UP

WOMEN'S

RESTROOM

18

MEN'S RESTROOM

21

VESTIBULE

21A
JANITOR'S STORE

ROOM

22

JANITOR'S STORE

ROOM

17

DIGITAL CTE /

MUSIC

CLASSROOM

1

FAN ROOM

8

DIGITAL DESIGN

CLASSROOM

2

CHANGING/

DRESSING ROOM

4

FAN ROOM

8A

IDF

5

ELECTRICAL ROOM

6

JANITOR

7

RESTROOM

4A

DRESSING ROOM

4B

DRESSING ROOM

348

RESTROOM

349

CORRIDOR

3

PUMP ROOM

11A

CORRIDOR

11

RESTROOM

12

ELEV. MACH.

ROOM

10

RESTROOM

9

CORRIDOR

27

ORGAN BLOWER

ROOM

26

ELECTRICAL ROOM

25

COSTUME

STORAGE

32A

COSTUME/WARDROBE

ROOM

32

DRESSING ROOM

SUITE

31

RESTROOM

31A RESTROOM

31B

STORAGE ROOM

28

CORRIDOR

30

FAN ROOM

22

FIRE PUMP ROOM

20

BATTERY ROOM

29

ELECTRICAL ROOM

24

(E) VAULT

33A

(E) PUMP ROOM

21

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

GENERAL NOTES

REFER TO STRUCTURAL, MECHANICAL, ELECTRICAL, PLUMBING, FIRE PROTECTION AND 

THEATER DRAWINGS FOR MORE INFORMATION.

REFER TO KEYNOTES FOR SPECIFIC INFORMATION.

REMOVE AND REPLACE ALL ROOM AND DIRECTIONAL SIGNAGE.

BEFORE ANY DEMOLITION, CONTRACTOR TO VERIFY EXTENT OF WORK, AND ISOLATE WORK 

AREA. CONTRACTOR TO PROVIDE A WALK-THROUGH W/ OWNER, DESIGN TEAM, AND 

TECHNICAL TEAM TO REVIEW AND IDENTIFY ITEMS FOR SALVAGE AND REUSE.

CONTRACTOR TO ENSURE FIRE DEPT. ACCESS IS MAINTAINED AT ALL TIMES DURING EACH 

PHASE OF CONSTRUCTION. CONTRACTOR TO ALSO ENSURE THAT CONSTRUCTION PARKING 

AND MATERIAL STORAGE AREAS DO NOT OBSTRUCT FIRE LANES OR ACCESS ROUTES.

ANY ASBESTOS MATERIALS SURVEY HAS BEEN PROVIDED BY BUSD AND SHALL BE 

REVIEWED IN CONJUNCTION WITH DEMOLITION PLANS.

EXISTING DRAWING SETS FROM 1941, 1975, 1991, 1994, 1999, 2002, 2005, 2009, 2010, 2011, AND 

2013 AREA AVAILABLE FOR REFERENCE AND SHALL BE REVIEWED IN CONJUNCTION WITH 

THE DEMO PLANS.

REMOVE ANY NON-STRUCTURAL METAL FASTENERS EXPOSED BY DEMOLITION.

CONTRACTOR IS RESPONSIBLE FOR FOLLOWING AND COORDINATING ALL SHUTDOWNS OF 

UTILITIES, FIRE ALARM SYSTEMS, AND FIRE SPRINKLER SYSTEMS WITH DISTRICT'S 

REPRESENTATIVE.

REMOVE ALL FASTENERS, CABLE, WIRE, CONDUIT, PIPE, AND MISC. APPURTENANCES ON 

REMAINING EXPOSED INTERIOR SURFACES.

ALL WINDOWS AND ASSOCIATED TRIM TO REMAIN AND BE PROTECTED UNLESS OTHERWISE 

NOTED.

DO NOT DAMAGE STRUCTURAL ITEMS TO REMAIN DURING DEMOLITION.

PRIOR TO SAWCUTTING OR DEMOLISHING SLAB OR ROOF, SCAN AREA AROUND IT TO VERIFY 

REBAR LOCATION.
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(E) FLOOR TO BE DEMOLISHED

(E) THEATER SEAT TO REMAIN

(E) AUDITORIUM SEAT TO BE SALVAGED, INCLUDING ARMRESTS, STANCHIONS, BACKS, 

AND SEATS. TURN OVER TO DISTRICT OR SAVE FOR REFURBISHMENT AND 

REINSTALLATION.

(E) DOOR TO REMAIN

PLUMBING FIXTURES TO BE REMOVED, INCLUDING ASSOCIATED PIPING, HARDWARE, AND 

ACCESSORIES
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GENERAL NOTES

SEE GENERAL NOTES ON AD1.00.
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MILESTONE DATE

SCHEMATIC DESIGN 11/10/2023
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2 REMOVE WALL MOUNTED HANDRAILS, INCLUDING BRACKETS AND FASTENERS.

MILESTONE DATE

SCHEMATIC DESIGN 11/10/2023
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AD1.06C

23011

1/8" = 1'-0"
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BASEMENT DEMO FLOOR PLAN - MAIN AUDITORIUM

1 DEMO (E) TOILET ROOM: DEMO ALL FIXTURES, TILE WAINSCOT, PARTITIONS,

ACCESSORIES, AND RELATED PLUMBING.

MILESTONE DATE

SCHEMATIC DESIGN 11/10/2023
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