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GENERAL NOTES APPLICABLE CODES OWNER INDEX OF DRAWINGS

CONSULTANTS

BERKELEY UNIFIED SCHOOL DISTRICT

ARCHITECT

ELECTRICAL / COMMUNICATIONS / FIRE ALARM

1707 RUSSELL STREET
BERKELEY, CA 94703
CONTACT: JOHN CALISE

HIBSER YAMAUCHI ARCHITECTS, INC.
300 27TH STREET, 2ND FLOOR
OAKLAND, CA 94612
CONTACT: ERNIE PALEO

TEL. (510) 644-8764

TEL.  (510) 446-2222
FAX   (510) 446-2211

WKM ELECTRICAL CONSULTANTS INC.
3397 MT. DIABLO BLVD., SUITE C
LAFAYETTE, CA 94549
CONTACT: TIFFANY KANE

TEL.  (925) 385-0649

NO SCALEVICINITY MAP SCOPE OF WORKDEFERRED APPROVALS

1. ALL WORK SHALL BE IN ACCORDANCE WITH REQUIREMENTS OF GOVERNING CODES LISTED IN 
"APPLICABLE CODES" AND ALL GOVERNING LOCAL CODES AND REGULATIONS.

2. THE OWNER / ARCHITECT HAVE OBTAINED APPROVAL OF THE PRIMARY AUTHORITY HAVING 
JURISDICTION (DSA, HCAI, CITY BUILDING PERMIT).  CONTRACTOR IS RESPONSIBLE FOR OBTAINING 
ALL OTHER REQUIRED PERMITS PRIOR TO COMMENCEMENT OF CONSTRUCTION.

3. UNLESS STATED OTHERWISE IN THE SPECIFICATIONS, SPECIAL INSPECTION IS REQUIRED FOR SHOP 
AND FIELD STRUCTURAL WELDING.

4. WHERE INCORPORATED IN THE CONSTRUCTION, IT IS THE CONTRACTOR'S RESPONSIBILITY TO 
OBTAIN COPIES OF HCAI OR DSA PRE-APPROVALS FOR PRE-APPROVED ITEMS OR SYSTEMS 
INCORPORATED INTO THE CONSTRUCTION AND DISTRIBUTE TO OWNER'S REPRESENTATIVE, 
ARCHITECT AND INSPECTOR.

5. IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO FURNISH AND AND INSTALL ALL 
MATERIALS AND WORK DESCRIBED, DEPICTED OR DETAILED WITHIN THESE DOCUMENTS 
REGARDLESS OF THE LOCATION OF THAT MATERIAL OR WORK WITHIN THE DOCUMENTS OR 
OMISSION (WHETHER DELIBERATE OR ACCIDENTAL) OF THAT MATERIAL OR WORK BY A 
SUBCONTRACTOR ON HIS/HER BID.

6. THE GENERAL CONTRACTOR AND ALL SUBCONTRACTORS SHALL CONSIDER THESE DOCUMENTS IN 
THEIR ENTIRETY.  DISCREPANCIES OR CONTRADICTIONS BETWEEN PORTIONS OF THESE 
DOCUMENTS MUST BE BROUGHT TO THE ATTENTION OF THE ARCHITECT AT LEAST 72 HOURS PRIOR 
TO BID OPENING FOR CLARIFICATION.  OTHERWISE, THE MOST RESTRICTIVE REQUIREMENT SHALL BE 
IN FORCE AT NO ADDITIONAL COST TO THE OWNER.

7. THE CONTRACTOR SHALL ASSUME SOLE RESPONSIBILITY FOR THE SAFETY OF ALL PERSONS  ON OR 
ABOUT THE CONSTRUCTION SITE, IN ACCORDANCE WITH APPLICABLE LAWS AND CODES.  
CONTRACTOR ESTABLISH PROCEDURES TO ASSURE ALL PERSONS ENTERING A POSSIBLY 
HAZARDOUS AREA, INCLUDING WORKERS, SUBCONTRACTORS, OTHER CONTRACTORS, VISTORS, AND 
OTHERS ARE AWARE OF APPROPRIATE / REQUIRED SAFETY PROCEDURES.  COMPLY WITH LOCAL, 
STATE, AND FEDERAL SAFETY STANDARDS, INCLUDING OSHA REQUIREMENTS AND WITH THE SAFETY 
PROVISIONS OF THE LATEST MANUAL OF ACCIDENT PREVENTION PUBLISHED BY THE ASSOCIATED 
GENERAL CONTRACTORS OF AMERICA.

8. THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING AND MAINTAINING TEMPORARY FENCING AND 
GATES, SIGNAGE, SECURITY LIGHTING OR OTHER SECURITY AND CONTROL MEASURES NECESSARY 
TO PROVIDE FOR THE SAFETY OF THE PUBLIC AND FACILITY USERS UNTIL THE COMPLETION OF THE 
WORK.

9. THE CONTRACTOR IS RESPONSIBLE TO FOR PROTECTION OF ADJACENT PROPERTY AND SHALL 
REPAIR AND / OR REPLACE ALL PROPERTY DAMAGED DURING THE COURSE ON THE WORK.

10. THE CONTRACTOR SHALL LIMIT HIS / HER ACTIVITY TO THE AREA DESCRIBED WITHIN THE 
DOCUMENTS UNLESS OTHERWISE PERMITTED BY THE OWNER'S REPRESENTATIVE.

11. THE CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OR REPLACEMENT OF ANY ITEMS DAMAGED OR 
DISTURBED DURING THE COURSE OF THE WORK. INSTALLATION SHALL MATCH EXISTING IN KIND, 
QUALITY, AND PERFORMANCE.

12. WHERE EXISTING CONSTRUCTION AND FINISHES ARE CUT, DAMAGED, OR REMODELED, PATCH WITH 
MATERIALS TO MATCH IN KIND, QUALITY, PERFORMANCE CHARACTERISTICS, AND APPEARANCE.

13. ALL DIMENSIONS ARE TO FACE OF STUD, UNLESS OTHERWISE NOTED. DIMENSIONS NOTED AS "CLR" 
MEAN CLEAR DIMENSION TO FACE OF FINISH.  VERIFY ALL EXISTING DIMENSIONS AND CONDITIONS 
AND NOTIFY ARCHITECT OF ANY DISCREPANCIES FOUND.

14. VERIFY ALL EXISTING DIMENSIONS AND CONDITIONS.  NOTIFY ARCHITECT OF ANY DISCREPANCIES 
FOUND.  VERIFY DIMENSIONS OF ALL OWNER-FURNISHED ITEMS, INCLUDING FURNITURE AND 
EQUIPMENT, TO ENSURE PROPER COORDINATION WITH CONSTRUCTION.

15. ALL ITEMS IN THESE DRAWINGS ARE NEW UNLESS OTHERWISE NOTED.

16. ALL UTILITIES REQUIRED FOR THE CONTINUOUS OPERATION OF ALL OCCUPIED EXISTING FACILITIES 
SHALL BE MAINTAINED IN SERVICE AT ALL TIMES.  ANY SHUT DOWNS FOR NEW CONNECTIONS MUST 
BE COORDINATED WITH THE OWNER'S REPRESENTATIVE TWO WEEKS PRIOR TO THE REQUESTED 
SHUT DOWN.

17. COORDINATION WITH OTHER CONTRACTS:  IF ANY PART OF THIS CONTRACTOR'S WORK DEPENDS 
UPON THE WORK OF A SEPARATE CONTRACTOR, THIS CONTRACTOR SHALL INSPECT SUCH OTHER 
WORK AND PROMPTLY REPORT IN WRITING TO THE OWNER'S REPRESENTATIVE ANY DEFECTS IN 
SUCH OTHER WORK THAT RENDER IT UNSUITABLE TO RECEIVE THE WORK OF THIS CONTRACTOR. 
FAILURE OF THIS CONTRACTOR TO SO INSPECT AND REPORT SHALL CONSTITUTE AN ACCEPTANCE 
OF THE OTHER CONTRACTOR'S WORK, EXCEPT AS TO DEFECTS WHICH MAY DEVELOP IN OTHER 
CONTRACTOR'S WORK AFTER EXECUTION OF THIS CONTRACTOR'S WORK.

18. COORDINATION OF SCHEDULE:  PORTIONS OF THIS WORK MAY BE REQUIRED TO BE COMPLETED ON 
SCHEDULE IN ORDER TO AVOID DELAY TO OTHER CONTRACTORS OR OWNERS OPERATIONS.  
CONTRACTOR SHALL STRICTLY ADHER TO ESTABLISHED COMPLETION DATES AS DESIGNATED IN THE 
SPECIFICATIONS AND COORDINATE WORK SCHEDULE WITH THE OWNER'S REPRESENTATIVE AND 
OTHER CONTRACTORS.  SEE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS AND LIQUIDATED 
DAMAGES.

19. SCHEDULE ALL WORK WITH THE OWNER'S REPRESENTATIVE, INCLUDING CONSTRUCTION ACCESS 
AND STORAGE, AND WORK OUTSIDE THE "EXTENT OF WORK" SET FORTH IN THESE DOCUMENTS.  THE 
CONSTRUCTION SCHEDULE SHALL BE APPROVED BY THE OWNER'S REPRESENTATIVE PRIOR TO THE 
START OF CONSTRUCTION.

20. CONSTRUCTION PROCEDURES SHALL BE APPROVED BY THE OWNER'S REPRESENTATIVE PRIOR TO 
THE START OF CONSTRUCTION.

21. DEMOLITION IS NOT NECESSARILY LIMITED TO ONLY WHAT IS SHOWN ON THIS OR OTHER DRAWINGS 
OR AS OUTLINED IN THE SPECIFICATIONS.  THE INTENT IS TO INDICATE GENERAL SCOPE OF 
DEMOLITION REQUIRED.  CONTRACTOR SHALL INCLUDE ALL MISCELLANEOUS DEMOLITON, CUTTING 
AND PATCHING REQUIRED TO COMPLETE THE PROJECT IN ACCORDANCE WITH THE CONSTRUCTION 
DOCUMENTS.

22. ALL ITEMS IDENTIFIED TO BE SALVAGED SHALL BE DELIVERED IN GOOD CONDITION TO A PLACE OF 
STORAGE AS DIRECTED BY THE OWNER'S REPRESENTATIVE.  ALL OTHER ITEMS MUST BE DISPOSED 
OF OFF-SITE IN A LEGAL MANNER.

23. ARCHITECT IS NOT RESPONSIBLE FOR THE DISCOVERY, PRESENCE, HANDLING, REMOVAL OR 
DISPOSAL OF, OR EXPOSURE OF PERSONS TO, HAZARDOUS MATERIALS OR TOXIC SUBSTANCES IN 
ANY FORM AT THE PROJECT SITE. TO THE EXTENT THESE DOCUMENTS RELATE TO SUCH ISSUES, 
ARCHITECT'S PARTICIPATION IS SOLELY ADMINISTRATIVE WITHOUT ANY RESPONSIBILITY FOR THE 
CONTENT OR EXECUTION OF SUCH DOCUMENTS.

24. DETAIL DRAWINGS WITH REFERENCES TO FIRE-RATED ASSEMBLIES OR CONSTRUCTION WHICH HAVE 
BEEN TESTED BY UNDERWRITERS LABORATORIES, THE CALIFORNIA BUILDING CODE OR ANY OTHER 
APPROVED TESTING AGENCY, SHALL BE CONSTRUED TO INCLUDE ALL WORK AND PROCEDURES 
CONTAINED IN THE REFERENCED ASSEMBLY DESCRIPTION..

25. ALL PIPE AND DUCT PENETRATIONS THROUGH FIRE RATED CONSTRUCTION SHALL BE FIRE STOPPED 
AND SEALED TO MAINTAIN THE REQUIRED RATING.

26. CONTRACTOR TO MAINTAIN CONTEMPORANEOUSLY RECORDED "AS-BUILT" INFORMATION OF ALL 
WORK, WHICH SHALL BE MARKED IN COLOR ON THE DRAWINGS AND SPECIFICATIONS. A SCANNED 
PDF OF THE "AS-BUILT" DRAWINGS AND SPECIFICATIONS SHALL BE TURNED OVER TO THE OWNER'S 
REPRESENTATIVE PRIOR TO FINAL APPLICATION FOR PAYMENT.  REFER TO SPECIFICATIONS FOR 
ADDITIONAL INFORMATION AND REQUIREMENTS.

27. 
CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTION AND DUST COVERS ADJACENT TO 
OCCUPIED AREAS AS REQUIRED TO CONTAIN DUST AND DEBRIS WITHIN CONSTRUCTION AREA.  
BROOM CLEAN ALL AREAS, INLCUDING SIDEWALKS AND DRIVEWAYS EACH DAY.  KEEP DIRT AND DUST 
TO A MINIMUM.

28. WORK SHALL BE EXECUTED IN A CAREFUL AND ORDERLY MANNER WITH THE LEAST POSSIBLE 
DISTURBANCE TO PUBLIC AND TO OCCUPANTS OF EXISTING BUILDING.

29. CLEAN ALL EXPOSED SURFACES AND NEW EQUIPMENT AFTER COMPLETION.

ADMINISTRATIVE NOTES

1. THE INTENT OF THE DRAWINGS AND SPECIFICATIONS IS TO CONSTRUCT THE SCOPE OF THE 

PROJECT IN ACCORDANCE WITH TITLE 24, CALIFORNIA CODE OF REGULATIONS. SHOULD ANY 
CONDITIONS DEVELOP NOT COVERED BY THE CONTRACT DOCUMENTS SUCH THAT THE FINISHED 
WORK WILL NOT COMPLY WITH THE SAID TITLE 24, CALIFORNIA CODE OF REGULATIONS, 
CONSTRUCTION CHANGE DOCUMENTS DETAILING AND SPECIFYING THE REQUIRED WORK SHALL 
BE SUBMITTED TO AND APPROVED BY DSA BEFORE PROCEEDING WITH THE WORK.

2. A COPY OF PARTS 1 AND 2, TITLE 24 C.C.R. SHALL BE KEPT ON THE JOB SITE AT ALL TIMES DURING 
CONSTRUCTION.

3. ALL CONSTRUCTION CHANGE DOCUMENT AND ADDENDA TO BE SIGNED BY THE ARCHITECT AND 
THE OWNER AND APPROVED BY DSA. CONSTRUCTION CHANGE DOCUMENTS ARE NOT VALID UNTIL 
APPROVED BY DSA PER SECTION 4-338, PART 1, TITLE 24. 

4. ALL TESTS TO CONFROM TO THE REQUIREMENTS OF SECTION 4-335, PART 1, TITLE 24.

5. TESTS OF MATERIALS AND TESTING LABORATORY SHALL BE IN ACCORDANCE WITH SECTION 4-335 
OF PART 1, TITLE 24 AND THE DISTRICT SHALL EMPLOY AND PAY THE LABORATORY. COSTS OF RE-
TEST MAY BE BACK CHARGED TO THE CONTRACTOR.

6. DSA SHALL BE NOTIFIED AT THE START OF CONSTRUCTION AND PRIOR TO THE PLACEMENT OF 
CONCRETE PER SECTION 4-331, PART 1, TITLE 24.

7. THIS PROJECT REQUIRES A DSA CERTIFIED PROJECT INSPECTOR. INSPECTOR SHALL BE 
APPROVED BY DSA. INSPECTION SHALL BE IN ACCORDANCE WITH SECTION 4-333(B). THE DUTY OF 
THE INSPECTOR SHALL BE IN ACCORDANCE WITH SECTION 4-342, PART 1, TITLE 24.

8. SUPERVISION OF CONSTRUCTION BY DSA SHALL BE IN ACCORDANCE WITH SECTION 4-334, PART 1, 
TITLE 24.

9. CONTRACTOR, INSPECTOR, ARCHITECT, AND ENGINEERS SHALL SUBMIT VERIFIED REPORTS 
(FORM DSA-6 IN ACCORDANCE WITH SECTION 4-336 AND 4-343, PART 1, TITLE 24.

10. THE ARCHITECT AND THE STRUCTURAL ENGINEER SHALL PERFORM THEIR DUTIES IN 
ACCORDANCE WITH SECTION 4-333(A) AND 4-341, PART 1, TITLE 24.

11. THE CONTRACTOR SHALL PERFORM HIS DUTIES IN ACCORDANCE WITH SECTION 4-343, PART 1, 
TITLE 24.

12. DSA APPROVAL OF THESE PLANS SHALL NOT BE CONSTRUED AS THE CERTIFICATION OF
COMPLIANCE FOR THE FOLLOWING BUILDING(S) AS REQUIRED BY THE FIELD ACT, EDUCATION
CODE SECTION 17280-17316 AND SECTIONS 81130-81147.

ARCHITECTURAL

A0.01 TITLE SHEET

A0.02 SYMBOLS, LEGENDS AND ABBREVIATIONS

A0.03 FIRE LIFE SAFETY & CODE ANALYSIS SITE PLAN

A1.01 SITE PLAN

A2.01 NORTH WING FLOOR PLAN

A2.02 ADMIN/LIBRARY/MPR FIRST FLOOR PLAN

A2.03 ADMIN/LIBRARY/MPR SECOND FLOOR PLAN

A2.04 SOUTH WING FLOOR PLAN

FIRE ALARM

FA0.01 ELECTRICAL FIRE ALARM SYMBOLS, NOTES AND SCHEDULES

FA0.02 ELECTRICAL FIRE ALARM RISER DIAGRAM

FA0.03 ELECTRICAL FIRE ALARM RISER DIAGRAM

FA0.04 ELECTRICAL FIRE ALARM CALCULATIONS

FA0.05 ELECTRICAL FIRE ALARM CALCULATIONS

FA1.01 FIRE ALARM SITE PLAN - EXISTING

FA1.02 FIRE ALARM SITE PLAN - NEW

FA2.01 FIRE ALARM PLAN NORTH WING DEMOLITION

FA2.02 FIRE ALARM PLAN NORTH WING NEW

FA2.03 FIRE ALARM PLAN ADMIN/LIBRARY/MPR 1ST FLOOR DEMOLITION

FA2.04 FIRE ALARM PLAN ADMIN/LIBRARY/MPR 1ST FLOOR NEW

FA2.05 FIRE ALARM PLAN ADMIN/LIBRARY/MPR UPPER LEVEL DEMOLITION

FA2.06 FIRE ALARM PLAN ADMIN/LIBRARY/MPR UPPER LEVEL NEW

FA2.07 FIRE ALARM PLAN SOUTH WING DEMOLITION

FA2.08 FIRE ALARM PLAN SOUTH WING NEW

ARCHITECTURAL

A0.01 TITLE SHEET

A0.02 SYMBOLS, LEGENDS AND ABBREVIATIONS

A0.03 FIRE LIFE SAFETY & CODE ANALYSIS SITE PLAN

A1.01 SITE PLAN

A2.01 NORTH WING FLOOR PLAN

A2.02 ADMIN/LIBRARY/MPR FIRST FLOOR PLAN

A2.03 ADMIN/LIBRARY/MPR SECOND FLOOR PLAN

A2.04 SOUTH WING FLOOR PLAN

FIRE ALARM

FA0.01 ELECTRICAL FIRE ALARM SYMBOLS, NOTES AND SCHEDULES

FA0.02 ELECTRICAL FIRE ALARM RISER DIAGRAM

FA0.03 ELECTRICAL FIRE ALARM RISER DIAGRAM

FA0.04 ELECTRICAL FIRE ALARM CALCULATIONS

FA0.05 ELECTRICAL FIRE ALARM CALCULATIONS

FA1.01 FIRE ALARM SITE PLAN - EXISTING

FA1.02 FIRE ALARM SITE PLAN - NEW

FA2.01 FIRE ALARM PLAN NORTH WING DEMOLITION

FA2.02 FIRE ALARM PLAN NORTH WING NEW

FA2.03 FIRE ALARM PLAN ADMIN/LIBRARY/MPR 1ST FLOOR DEMOLITION

FA2.04 FIRE ALARM PLAN ADMIN/LIBRARY/MPR 1ST FLOOR NEW

FA2.05 FIRE ALARM PLAN ADMIN/LIBRARY/MPR UPPER LEVEL DEMOLITION

FA2.06 FIRE ALARM PLAN ADMIN/LIBRARY/MPR UPPER LEVEL NEW

FA2.07 FIRE ALARM PLAN SOUTH WING DEMOLITION

FA2.08 FIRE ALARM PLAN SOUTH WING NEW

BELOW IS A STATEMENT OF GENERAL CONFORMANCE AS PER DSA IR A-18 AND OR IR A-19. 

FOR ARCHITECTS / ENGINEERS WHO UTILIZE PLANS, INCLUDING BUT NOT LIMITED TO SHOP DRAWINGS, 
PREPARED BY OTHER LICENSED DESIGN PROFESSIONALS AND / OR CONSULTANTS. 

THE DRAWINGS OR SHEETS LISTED ON THE COVER OF INDEX SHEET HAVE BEEN PREPARED BY OTHER 
DESIGN PROFESSIONALS OR CONSULTANTS WHO ARE LICENSED AND/OR AUTHORIZED TO PREPARE 
SUCH DRAWINGS IN THIS STATE. IT HAS BEEN EXAMINED BY ME FOR: 
1. DESIGN INTENT AND APPEARS TO MEET THE APPROPRIATE REQUIREMENTS OF TITLE 24, 

CALIFORNIA CODE OF REGULATIONS AND THE PROJECT SPECIFICATIONS PREPARED BY ME, AND 
2. COORDINATION WITH MY PLANS AND SPECIFICATIONS AND IS ACCEPTABLE FOR INCORPORATION 

INTO THE CONSTRUCTION OF THIS PROJECT. 

THE STATEMENT OF GENERAL CONFORMANCE "SHALL NOT BE CONSTRUED AS RELIEVING ME OF MY 
RIGHTS, DUTIES, AND RESPONSIBILITIES UNDER SECTION 17302 AND 81138 OF THE EDUCATION CODE 
AND SECTIONS 4-336, 4-341 AND 4-344" OF TITLE 24, PART 1. (TITLE 24, PART 1, SECTION 4-317 (b)). 

___________________________________________ _______________________
SIGNATURE OF ARCHITECT/ENGINEER DATE 

W. LEE POLLARD
LICENSE # C-13315
EXP.: 11/30/25

STATEMENT OF GENERAL CONFORMANCE

ALL WORK PERFORMED UNDER THIS CONTRACT IS TO CONFORM TO THE FOLLOWING 
CODES AND REGULATIONS:

2022 CALIFORNIA BUILDING ADMINISTRATIVE CODE,
PART 1, TITLE 24, CALIFORNIA CODE OF REGULATIONS (CCR)

2022 CALIFORNIA BUILDING CODE (CBC), PART 2, TITLE 24, CCR BASED ON THE
2021 INTERNATIONAL BUILDING CODE (IBC) WITH 2021 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24, CCR BASED ON THE
2020 NATIONAL ELECTRICAL CODE (NEC) WITH 2020 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24, CCR BASED ON THE
2021 UNIFORM MECHANICAL CODE (UMC) WITH 2021 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24, CCR BASED ON THE
2021 UNIFORM PLUMBING CODE (UPC) WITH 2021 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA ENERGY EFFICIENCY STANDARDS (ENERGY CODE), PART 6, TITLE 24 
CCR

2022 SAFETY CODE FOR ELEVATORS AND ESCALATORS
(ASME A17.1-2019)

2022 CALIFORNIA FIRE CODE (CFC), PART 9, TITLE 24, CCR BASED ON THE
2021 INTERNATIONAL FIRE CODE (IFC) WITH 2022 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA EXISTING BUILDING CODE, PART 10, TITLE 24 CCR
(2021 IEB CODE AND 2022 CALIFORNIA AMENDMENTS)

2022 CALIFORNIA GREEN BUILDING CODE (CALGreen), PART 11, TITLE 24, CCR

2022 CALIFORNIA REFERENCED STANDARDS, PART 12, TITLE 24 CCR

TITLE 19 CCR, PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS

2010 ADA STANDARDS FOR ACCESSIBLE DESIGN

NFPA 13 INSTALLATION OF SPRINKLER SYSTEMS 2022 EDITION
NFPA 14 INSTALLATION OF STANDPIPE SYSTEMS 2019 EDITION
NFPA 17 STANDARD FOR DRY CHEMICAL EXTINGUISHING SYS. 2021 EDITION
NFPA 17A STANDARD FOR WET CHEMICAL SYS. 2021 EDITION
NFPA 20 INSTALLATION OF STATIONARY PUMPS 2019 EDITION
NFPA 24 INSTALLATION OF PRIVATE FIRE MAINS 2019 EDITION
NFPA 72 NATIONAL FIRE ALARM AND SIGNALING CODE 2022 EDITION
NFPA 80 FIRE DOORS AND OTHER OPENING PROTECTIVES 2019 EDITION
NFPA 92 STANDARD FOR SMOKE CONTROL SYSTEMS 2018 EDITION
NFPA 253 CRITICAL RADIANT FLUX OF FLOOR COVERING SYS 2019 EDITION
NFPA 2001 CLEAN AGENT FIRE EXTINGUISHING SYSTEM 2018 EDITION

REFERENCE CODE SECTIONS FOR APPLICABLE STANDARDS - 2022 CBC CHAPTER 35 AND 
2022 CFC CHAPTER 45

THE ABOVE CODES AND REGULATIONS REFER TO THE LATEST EDITION OR REVISION IN 
FORCE ON THE DATE OF THE CONTRACT, UNLESS OTHERWISE STATED. NOTHING ON THE 
DRAWINGS IS TO BE CONSTRUED AS REQUIRING OR PERMITTING WORK THAT IS 
CONTRARY TO THE LISTED CODES AND REGULATIONS, OR OTHER LOCAL, STATE OR 
FEDERAL CODES OR REGULATIONS WHICH MAY BE APPLICABLE.

COMPLIANCE WITH CFC CHAPTER 33, FIRE SAFETY DURING CONSTRUCTION AND 
DEMOLITION, AND CBC CHAPTER 33, SAFETY DURING CONSTRUCTION WILL BE 
ENFORCED.

UPGRADE TO THE EXISTING CAMPUS-WIDE FIRE ALARM SYSTEM.NONE

PROJECT LOCATION

Delta Date Revisions By



& AND
@ AT
C CENTERLINE
Ø DIAMETER
# POUND OR NUMBER

A/C AIR CONDITIONING 
AC ASPHALTIC CONCRETE 
ACOUS ACOUSTICAL 
ACT ACOUSTIC CEILING TILE 
ADD ADDITIONAL 
ADJ ADJACENT 
AFF ABOVE FINISHED FLOOR 
ALT ALTERNATE 
ALUM ALUMINIUM 
ANOD ANODIZED 
APPROX APPROXIMATE 
ARCH ARCHITECTURAL

BITUM BITUMINOUS
BD BOARD
BLDG BUILDING
BLKG BLOCKING
BOT BOTTOM
BTWN BETWEEN
BUR BUILT-UP ROOFING

CAB CABINET
CB CATCH BASIN
CFCI CONTRACTOR FURNISHED CONTRACTOR INSTALLED
CG CORNER GUARD
CJ CONTROL JOINT
CLG CEILING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CO CLEAN OUT
COL COLUMN
COMP COMPOSITION
CONC CONCRETE
CONST CONSTRUCTION
CONT CONTINUOUS
CORR CORRIDOR
CT CERAMIC TILE
CUST CUSTODIAN

DBL DOUBLE
DEMO DEMOLITION
DEPT DEPARTMENT
DF DRINKING FOUNTAIN
DI DRAIN OR DROP INLET
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DISP DISPENSER
DIV DIVISION
DN DOWN
DS DOWNSPOUT
DTL DETAIL
DW DISHWASHER
DWG DRAWING

(E) EXISTING
E EAST
EA EACH
EF EXHAUST FAN
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
ENCL ENCLOSURE
EQ EQUAL
EQUIP EQUIPMENT
EVA EMERGENCY VEHICLE ACCESS
EWC ELECTRICAL WATER COOLER
EXP EXPANSION
EXT EXTERIOR

FA FIRE ALARM
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FLOOR
FIN FINISH
FLR FLOOR
FO FACE OF
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOS FACE OF STUD
FRP FIBERGLASS REINFORCED PANEL
FT FOOT OR FEET
FTG FOOTING

GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GSM GALVANIZED WHEET METAL
GYP GYPSUM

HB HOSE BIB
HC HOLLOW CORE
HD HEAD
HDWR HARDWARE
HM HOLLOW METAL
HORIZ HORIZONTAL
HR HOUR
HT HEIGHT

INFO INFORMATION
INSUL INSULATION
INT INTERIOR

JAN JANITOR
JT JOINT

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LBS POUNDS
LT LIGHT

MAX MAXIMUM
MB MACHINE BOLT
MDF MEDIUM DENSITY FIREBOARD
MECH MECHANICAL
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MISC MISCELLANEOUS
MOD MODULAR
MTD MOUNTED
MTG MOUNTING
MTL METAL
MUL MULLION

(N) NEW
N/A NOT APPLICABLE
N NORTH
NIC NOT IN CONTRACT
NO or # NUMBER
NOM NOMINAL
NTS NOT TO SCALE

O/ OVER
OC ON CENTER
OFCI OWNER FURNISHED CONTRACTOR INSTALLED
OFOI OWNER FURNISHED OWNER INSTALLED
OPP OPPOSITE

PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLYWD PLYWOOD
PR PAIR
PTD PAPER TOWEL DISPENSER
PVC POLYVINYL CHLORIDE

(R) RELOCATE
RB RESILIENT OR RUBBER BASE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REF REFERENCE
REFR REFRIGERATOR
REINF REINFORCED
REQ REQUIRED
RF RESILIENT FLOORING
RM ROOM
RO ROUGH OPENING
RWL RAIN WATER LEADER

L

S SOUTH
SC SOLID CORE
SCD SEE CIVIL DRAWINGS
SCHED SCHEDULE
SD SOAP DISPENSER
SED SEE ELECTRICAL DRAWINGS
SF SQUARE FEET
SFPD SEE FIRE PROTECTION DRAWINGS
SHT SHEET
SIM SIMILAR
SLD SEE LANDSCAPE DRAWINGS
SMD SEE MECHANICAL DRAWINGS
SMS SHEET METAL SCREW
SND SANITARY NAPKIN DISPENSER
SPD SEE PLUMBING DRAWINGS
SPEC SPECIFICATION
SQ SQUARE
SS STAINLESS STEEL
SSD SEE STRUCTURAL DRAWINGS
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPEND

TEL TELEPHONE
TEMP TEMPORARY
THK THICK
T.O. TOP OF
TOC TOP OF CURB
TOP TOP OF PARAPET
TOS TOP OF SLAB
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TV TELEVISION
TYP TYPICAL

UON UNLESS OTHERWISE NOTED

VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD

W WEST
w/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WH WATER HEATER

SYMBOLS

1

A

1

1

A3.01

1

A3.01

A5.01

A

C

D

00.00

2088
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AREA OF NO WORK

KEYNOTE TAG
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BUILDING OR WALL SECTION

INTERIOR ELEVATION(S)

DETAIL

BUILDING ELEVATION

ROOM IDENTIFICATION

(N) DOOR & DOOR FRAME

(E) DOOR TO REMAIN

(E) DOOR TO BE REMOVED

REFER TO KEYNOTE LIST
LOCATED ON PLAN SHEETS

ELEVATION NOT SHOWN

DETAIL NO. OF ELEVATION

OR DATUM POINT

REVISION NUMBER, SEE REVISION 
SCHEDULE ON TITLE BLOCK

WORK POINT, CONTROL POINT

SECTION IDENTIFICATION

DETAIL IDENTIFICATION

SHEET WHERE DETAIL IS SHOWN

NO ARROWS MEAN

SHEET WHERE ELEVATION
IS SHOWN

SHEET WHERE SECTION
IS SHOWN

ELEVATION IDENTIFICATION

SHEET WHERE ELEVATION
IS SHOWN

GRID LINE

(SEE DOOR SCHEDULE)

DOOR MARK

9'-0"

ROOM NUMBER
KAISER ROOM CODE NAME

CEILING HEIGHT (OTHER THAN
EXISTING OR 8'-0" A.F.F.)

ROOM NAME

3

1

A3.01

1

ELEVATION IDENTIFICATION

HARDWARE GROUPK

WALL TAG

X# WALL TYPE - REFER TO DRAWING SHEET A9.01

AREA OF REVISION

1 DOOR MARK

#

WINDOW TAG

WINDOW MARK

(SEE WINDOW SCHEDULE)
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1.  NOTIFY ARCHITECT OF ANY IN THE FIELD DISCREPANCIES PRIOR TO START OF 
CONSTRUCTION.

GENERAL NOTES

(E) CLASSROOM #9

(E) CLASSROOM #8

(E) CLASSROOM #7

(E) CLASSROOM #6

(E) CLASSROOM #5

(E) CLASSROOM #4

(E) CLASSROOM #3

(E) CLASSROOM #2

(E) CLASSROOM #1

(E) MULTIPURPOSE 

ROOM

(E) CLASSROOM #11

(E) CLASSROOM #12

(E) CLASSROOM #13(E) CLASSROOM #14

(E) CLASSROOM #15

(E) CLASSROOM #16
(E) CLASSROOM #17

(E) CLASSROOM #18
(E) CLASSROOM #19

(E) CLASSROOM #10

(E) COMPUTER 

CLASSROOM

(E) LIBRARY

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555
DSA A# 01-100555

DSA A# 01-100555
DSA A# 01-100555

AREA #2

AREA #3

02.01

02.02

02.03

AREA #1

02.04

(E) BUILDING CODE ANALYSIS
(DSA A# 01-100555)

AREA #1: CLASSROOMS
CONSTRUCTION TYPE: TYPE VB
AUTOMATIC SPRINKLERED: FULLY SPRINKLERED
STORIES: 1
OCCUPANCY GROUP: E
TOTAL BUILDING AREA: 14,803 SF

AREA #2: CLASSROOM, ADMIN, OFFICES, MULTIPURPOSE 
ROOM & PRESENTATION PLATFORM, LIBRARY, 
KITCHEN, PANTRY

CONSTRUCTION TYPE: TYPE VB
AUTOMATIC SPRINKLERED: FULLY SPRINKLERED
STORIES: 2
OCCUPANCY GROUP: E, A-2, B
TOTAL BUILDING AREA: 28,886 SF

AREA #3: CLASSROOMS
CONSTRUCTION TYPE: TYPE VB
AUTOMATIC SPRINKLERED: FULLY SPRINKLERED
STORIES: 1
OCCUPANCY GROUP: E
TOTAL BUILDING AREA: 13,077 SF

NOTE:

1. THE OCCUPANCY OF EXISTING STRUCTURES AS DESCRIBED IN THE 
PROJECT INFORMATION CONTINUE WITHOUT CHANGE PER THE APPROVED
DSA APPLICATION NUMBER (CBC 102.6). 

2. NO OCCUPANCY CHANGE, SIGNIFICANT ALTERATION, OR INCREASE IN
SQUARE FOOTAGE IS PROPOSED FOR THIS PROJECT SCOPE OF WORK.
EXISTING BUILDING CONSTRUCTION TYPE WILL BE MAINTAINED.

DESIGN PROFESSIONAL IN GENERAL RESPONSIBLE CHARGE STATEMENT: 
THE POT IDENTIFIED IN THESE CONSTRUCTION DOCUMENTS MEETS THE 
REQUIREMENTS OF THE CURRENT APPLICABLE CALIFORNIA BUILDING CODE (CBC) 
ACCESSIBILITY PROVISIONS FOR PATH OF TRAVEL REQUIREMENTS FOR 
ALTERATIONS, ADDITIONS AND STRUCTURAL REPAIRS. AS PART OF THE DESIGN OF 
THIS PROJECT, THE POT WAS EXAMINED AND ANY ELEMENTS, COMPONENTS OR 
PORTIONS OF THE POT THAT WERE DETERMINED TO BE NON-COMPLIANT WITH THE 
CBC HAVE BEEN IDENTIFIED AND THE CORRECTIVE WORK NECESSARY TO BRING 
THEM INTO COMPLIANCE HAS BEEN INCLUDED WITHIN THE SCOPE OF THIS 
PROJECT’S WORK THROUGH DETAILS, DRAWINGS AND SPECIFICATIONS 
INCORPORATED INTO THESE CONSTRUCTION DOCUMENTS. ANY NONCOMPLIANT
ELEMENTS, COMPONENTS OR PORTIONS OF THE POT THAT WILL NOT BE 
CORRECTED BY THIS PROJECT BASED ON VALUATION THRESHOLD LIMITATIONS OR 
A FINDING OF UNREASONABLE HARDSHIP ARE INDICATED IN THESE CONSTRUCTION 
DOCUMENTS. 

DURING CONSTRUCTION, IF POT ITEMS WITHIN THE SCOPE OF THE PROJECT 
REPRESENTED AS CBC COMPLIANT ARE FOUND TO BE NONCONFORMING BEYOND 
REASONABLE CONSTRUCTION TOLERANCES, THE ITEMS SHALL BE BROUGHT INTO 
COMPLIANCE WITH THE CBC AS A PART OF THIS PROJECT BY MEANS OF A 
CONSTRUCTION CHANGE DOCUMENT.

PATH OF TRAVEL, TECHNICAL REQUIREMENTS FOR ACCESSIBLE ROUTE
“ACCESSIBLE PATH OF TRAVEL AS INDICATED ON PLAN IS A BARRIER-FREE ACCESS 
ROUTE WITHOUT ABRUPT LEVEL CHANGES EXCEEDING ½” IF BEVELED AT 1:2 
MAXIMUM SLOPE OR VERTICAL LEVEL CHANGES NOT EXCEEDING ¼” MAXIMUM AND AT 
LEAST 48” IN WIDTH.  SURFACE IS STABLE, FIRM, AND SLIP-RESISTANT.  CROSS-SLOPE 
SHALL NOT BE STEEPER THAN 1:48 AND SLOPE IN THE DIRECTION OF TRAVEL SHALL 
NOT BE STEEPER THAN 1:20.   ACCESSIBLE PATH OF TRAVEL SHALL BE MAINTAINED 
FREE OF OVERHANGING OBSTRUCTIONS TO 80” MINIMUM AND FREE OF OBJECTS 
PROTRUDING MORE THAN 4” FROM THE WALL, ABOVE 27” AND LESS THAN 80” ABOVE 
THE FLOOR.  ARCHITECT SHALL VERIFY THAT THERE ARE NO BARRIERS IN THE PATH 
OF TRAVEL.”

(E) 2-HR RATED FLOOR/ CEILING ASSEMBLY ABOVE

LEGEND

EXISTING 20' WIDE FIRE LANE, DSA A#01-100555

EXISTING BUILDING

SCOPE OF WORK

PROPERTY LINE

(E) 1-HR RATED FLOOR/ ROOF ASSEMBLY ABOVE

(E) 1-HR RATED FLOOR/ CEILING ASSEMBLY BELOW

(E) 1-HR RATED FLOOR/ CEILING ASSEMBLY ABOVE

(E) 1-HR RATED FLOOR/ CEILING ASSEMBLY AT STAGE FLOOR
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KEYNOTES

02.01 (E) ELECTRICAL PULL BOXES, DSA A#01-100555, TYP.

02.02 (E) DRINKING FOUNTAIN, DSA A#01-100555

02.03 (E) FIRE HYDRANT, DSA A#01-100555

02.04 (E) BUILDING/ ADDRESS IDENTIFICATION SIGN. SEE DETAIL 2/-

3/64" = 1'-0"
6

AREA#2 - FIRST FLOOR PLAN

6" = 1'-0"
2

(E) BUILDING/ ADDRESS IDENTIFICATION SIGN
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/1 A2.01

/1 A2.04

/1 A2.02

/1 A2.03

/1 A2.02

/1 A2.03

(E) CLASSROOM #9

(E) CLASSROOM #8

(E) CLASSROOM #7

(E) CLASSROOM #6

(E) CLASSROOM #5

(E) CLASSROOM #4

(E) CLASSROOM #3

(E) CLASSROOM #2

(E) CLASSROOM #1

(E) MULTIPURPOSE 

ROOM

(E) CLASSROOM #11

(E) CLASSROOM #12

(E) CLASSROOM #13(E) CLASSROOM #14

(E) CLASSROOM #15

(E) CLASSROOM #16
(E) CLASSROOM #17

(E) CLASSROOM #18
(E) CLASSROOM #19

(E) CLASSROOM #10

(E) COMPUTER 

CLASSROOM

(E) LIBRARY

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555DSA A# 01-100555

DSA A# 01-100555

DSA A# 01-100555
DSA A# 01-100555

DSA A# 01-100555
DSA A# 01-100555

02.02

1.  NOTIFY ARCHITECT OF ANY IN THE FIELD DISCREPANCIES PRIOR TO START OF 
CONSTRUCTION.

GENERAL NOTES

LEGEND

DESIGN PROFESSIONAL IN GENERAL RESPONSIBLE CHARGE STATEMENT: 
THE POT IDENTIFIED IN THESE CONSTRUCTION DOCUMENTS MEETS THE 
REQUIREMENTS OF THE CURRENT APPLICABLE CALIFORNIA BUILDING CODE (CBC) 
ACCESSIBILITY PROVISIONS FOR PATH OF TRAVEL REQUIREMENTS FOR 
ALTERATIONS, ADDITIONS AND STRUCTURAL REPAIRS. AS PART OF THE DESIGN OF 
THIS PROJECT, THE POT WAS EXAMINED AND ANY ELEMENTS, COMPONENTS OR 
PORTIONS OF THE POT THAT WERE DETERMINED TO BE NON-COMPLIANT WITH THE 
CBC HAVE BEEN IDENTIFIED AND THE CORRECTIVE WORK NECESSARY TO BRING 
THEM INTO COMPLIANCE HAS BEEN INCLUDED WITHIN THE SCOPE OF THIS 
PROJECT’S WORK THROUGH DETAILS, DRAWINGS AND SPECIFICATIONS 
INCORPORATED INTO THESE CONSTRUCTION DOCUMENTS. ANY NONCOMPLIANT
ELEMENTS, COMPONENTS OR PORTIONS OF THE POT THAT WILL NOT BE 
CORRECTED BY THIS PROJECT BASED ON VALUATION THRESHOLD LIMITATIONS OR 
A FINDING OF UNREASONABLE HARDSHIP ARE INDICATED IN THESE CONSTRUCTION 
DOCUMENTS. 

DURING CONSTRUCTION, IF POT ITEMS WITHIN THE SCOPE OF THE PROJECT 
REPRESENTED AS CBC COMPLIANT ARE FOUND TO BE NONCONFORMING BEYOND 
REASONABLE CONSTRUCTION TOLERANCES, THE ITEMS SHALL BE BROUGHT INTO 
COMPLIANCE WITH THE CBC AS A PART OF THIS PROJECT BY MEANS OF A 
CONSTRUCTION CHANGE DOCUMENT.

PATH OF TRAVEL, TECHNICAL REQUIREMENTS FOR ACCESSIBLE ROUTE
“ACCESSIBLE PATH OF TRAVEL AS INDICATED ON PLAN IS A BARRIER-FREE ACCESS 
ROUTE WITHOUT ABRUPT LEVEL CHANGES EXCEEDING ½” IF BEVELED AT 1:2 
MAXIMUM SLOPE OR VERTICAL LEVEL CHANGES NOT EXCEEDING ¼” MAXIMUM AND AT 
LEAST 48” IN WIDTH.  SURFACE IS STABLE, FIRM, AND SLIP-RESISTANT.  CROSS-SLOPE 
SHALL NOT BE STEEPER THAN 1:48 AND SLOPE IN THE DIRECTION OF TRAVEL SHALL 
NOT BE STEEPER THAN 1:20.   ACCESSIBLE PATH OF TRAVEL SHALL BE MAINTAINED 
FREE OF OVERHANGING OBSTRUCTIONS TO 80” MINIMUM AND FREE OF OBJECTS 
PROTRUDING MORE THAN 4” FROM THE WALL, ABOVE 27” AND LESS THAN 80” ABOVE 
THE FLOOR.  ARCHITECT SHALL VERIFY THAT THERE ARE NO BARRIERS IN THE PATH 
OF TRAVEL.”

EXISTING ACCESSIBLE PATH OF TRAVEL

(E) SPECIFIC OCCUPANCY 
AND SQUARE FOOTAGE

(DSA A# 01-100555)

OCCUPANCY AREA (S.F.)

MULTI-PURPOSE ROOM

PLATFORM AREA

AFTER SCHOOL CONFERENCE

TYPICAL CLASSROOM

KINDERGARTEN (LARGEST)

LIBRARY READING AREA

FIRST FLOOR ADMIN (COMBINED)

SECOND FLOOR (E1 + ADMIN)

3824

923

417

967

1260

1506

3056

6217

1. THE OCCUPANCY OF EXISTING STRUCTURES AS DESCRIBED IN THE
PROJECT INFORMATION CONTINUE WITHOUT CHANGE PER THE APPROVED
DSA APPLICATION NUMBER (CBC 102.6). 

2. NO OCCUPANCY CHANGE, SIGNIFICANT ALTERATION, OR INCREASE IN
SQUARE FOOTAGE IS PROPOSED FOR THIS PROJECT SCOPE OF WORK. 
EXISTING BUILDING CONSTRUCTION TYPE WILL BE MAINTAINED.

NOTE:
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1.  NOTIFY ARCHITECT OF ANY IN THE FIELD DISCREPANCIES PRIOR TO START OF 
CONSTRUCTION.

FLOOR PLAN GENERAL NOTES

REMOVE (E) GYP BD WALL FINISH AND CEILING FINISH TO THE NEAREST STUD 
OR JOIST FOR CONDUIT & J-BOX INSTALLATION CONNECTED TO THE NEAREST 
DEVICE AS SHOWN ON ELECTRICAL DRAWINGS. PATCH, REPAIR, AND REPAINT 
FINISH TO MATCH (E) ADJACENT. 

FLOOR PLAN LEGEND

REMOVE (E) ACOUSTIC CEILING TILES FOR ABOVE CEILING ACCESS TO 
INSTALL CONDUIT FOR CONNECTION OF NEW DEVICE TO (E) DEVICE AS 
SHOWN ON ELECTRICAL DRAWINGS. RE-INSTALL ACOUSTIC CEILING TILES 
AFTER DEVICE INSTALLATION. 

(E) 2-HR AREA SEPARATION WALL

(E) 2-HR RATED WALL W/ PROTECTED OPENINGS

(E) 1-HR RATED WALL W/ PROTECTED OPENINGS @EXT. WD. STD. WALL

(E) 1-HR RATED WALL W/ UNPROTECTED OPENINGS @EXT. WD. STD. WALL
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1.  NOTIFY ARCHITECT OF ANY IN THE FIELD DISCREPANCIES PRIOR TO START OF 
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CONSTRUCTION.

FLOOR PLAN GENERAL NOTES

REMOVE (E) GYP BD WALL FINISH AND CEILING FINISH TO THE NEAREST STUD 
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DEVICE AS SHOWN ON ELECTRICAL DRAWINGS. PATCH, REPAIR, AND REPAINT 
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FLOOR PLAN LEGEND
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