
‭ADDENDUM #2‬
‭District Wide Heat Mitigation‬

‭February 27, 2025‬

‭ADDENDUM TO BID DOCUMENTS‬

‭The following clarifications are provided based on questions received or changes in District‬
‭requirements and must be added/considered when completing your submittal:‬

‭Acknowledgement of receipt of this‬‭ADDENDUM‬‭is required‬‭in the bid form. Please clearly note‬
‭the addendum date and number.‬

‭CLARIFICATIONS:‬

‭1)‬ ‭Question:‬‭Since the district is providing the fans,‬‭after install who will cover any labor‬
‭associated with any faulty fan troubleshooting, repairs or replacement?‬

‭a)‬ ‭Warranty work involving the fan fixtures will be the responsibility of the District.‬
‭Contractors will be responsible for warranty work including  power and‬
‭workmanship of installation.‬

‭2)‬ ‭Question:‬‭Will the district be responsible for each‬‭site inventory, delivery & on site‬
‭storage containers for all the fans?‬

‭a)‬ ‭The District will be responsible for the delivery of fans to each school site.‬
‭Contractors will assume responsibility for verifying quantities and storage of fans‬
‭once delivered to the site. Fans can be stored inside MPRs/Cafeterias at school‬
‭sites. Contractors will be responsible for proper protection of flooring.‬

‭3)‬ ‭Question:‬‭Guild wires are not required for Haiku or‬‭any essence / BAF with less than a 5'‬
‭drop post. Will the district or local municipality be requiring support build wires- will BAF‬
‭be providing manufacture guild wire kits?‬

‭a)‬ ‭Fans with diameters between 10’- 20’ are delivered with guide wires in addition to‬
‭a 5’ extension tube. Contractors will not be required to install guide wires.‬
‭Extension tubes are to be installed and cut between the length of 3’ and 4’. The‬
‭fans with diameters between 44” - 84” do not require guide wires.‬

‭4)‬ ‭Question:‬‭Will facilities be removing all desks and‬‭tables from various classrooms to‬
‭accommodate access for our installers?‬

‭a)‬ ‭The District will coordinate with their custodial staff and school sites to ensure‬
‭tables and chairs are moved to one side of the classroom. Contractors may be‬
‭required to shift furniture as needed for access. Contractors will be responsible‬
‭for ensuring any relocated items are returned to their original locations upon‬
‭completion of work.‬

‭5)‬ ‭Question:‬‭Rooms where the larger essence and BAF are‬‭being installed with finished‬
‭ceiling - Who will be responsible for sheet rock, wallcovering & paint repairs?  (example‬
‭the theater at Oxford Elementary School)‬

‭a)‬ ‭Contractors are responsible for all patchback and repair work.‬

‭6)‬ ‭Question:‬‭Who will provide concrete scanning for any‬‭concrete anchoring for the larger‬
‭HVLS fans that are attached to existing concrete beams?‬

‭a)‬ ‭Contractor is responsible for ensuring all installation is performed without‬
‭damage to existing facilities. If a contractor deems concrete scanning is necessary‬
‭to perform, that cost will be the responsibility of the contractor.‬
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‭7)‬ ‭Question:‬‭Typical school BAF installations require installers to mount the BAF controllers‬
‭in a "lockable" box. Will the district be required - please spec. box and lock type.‬

‭a)‬ ‭The fan manufacturer will supply lockable controller boxes for the control panels.‬
‭Large fans with diameters between 10’ and 20’ come with a dedicated control‬
‭panel that must be hard wired directly to the fan using cat5 cabling. These control‬
‭panels do not require dedicated, direct power.‬‭Contractors shall assume an‬
‭additional 00 linear feet per room for Cat5 cabling, but ONLY in rooms‬
‭containing fans with a diameter of 10’ or greater.‬

‭8)‬ ‭Question:‬‭Where surface conduit is required for power,‬‭controls & fire - who is electrical‬
‭responsible for painting to match wall and continued color pattern. (example: Oxford‬
‭Elementary Gymnasium).‬

‭a)‬ ‭As described in Addendum #1 - No color matching and painting of surface‬
‭mounted conduits will be required. Contractors will be responsible for patchback‬
‭repairs, broken tile replacements, etc.‬

‭9)‬ ‭Question:‬‭Please provide the school districts procedure‬‭/ protocol for accessing electrical‬
‭panels & any lock-out / tag-our requirements.‬

‭a)‬ ‭The contractor shall follow all CAL-OSHA requirements regarding lockout/tagout‬
‭procedures.‬

‭10)‬‭Question:‬‭Being a PLA, C10's are not supposed to perform‬‭other trade work such as‬
‭sheetrock repair or painting.‬

‭a)‬ ‭This is correct - which will require contractors to partner with subcontractors for‬
‭any work that is not covered by their license classifications.‬

‭11)‬‭Clarification:‬‭Attached with this addendum are the mounting details for the large fans‬
‭with diameters between 10’ and 20’ for various school locations.‬‭For the locations not‬
‭listed please use the detail 2/G0.01 as the mounting assumption for the following‬
‭locations:‬

‭a)‬ ‭Martin Luther King Auditorium (sheet # A2.18)‬
‭b)‬ ‭Ruth Acty Cafeteria  (sheet # A2.55)‬
‭c)‬ ‭Malcolm X Auditorium  (sheet # A2.42)‬
‭d)‬ ‭Washington MPR  (sheet # A2.61)‬

‭Contractor shall build cost associates with site investigations at above 4 sites to review‬
‭existing conditions to apply appropriate mounting details.‬

‭See attached G0.01 and revised A2.55.‬

‭END OF ADDENDUM #02‬
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